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Duct Blower 

 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 

 
 
 
 
 
 
 

 
 

 
 

BET 
Building 

Envelope 
Tightness 

 
 
 
 

          RITnah 

       Rough-in Total Leakage  
       no air handler installed 
 
 

 
 

RIT 
Rough-in 

Total Leakage 
 
        

 
 

PCT 
Post-construction 

Total 
Leakage 

 
 
 
 
 

 
 

< 5ACH50 
 

(𝐶𝐹𝑀50 × 60)

𝑉𝑜𝑙𝑢𝑚𝑒
 

 
 
 

  ≤ 3% 
𝑇𝑜𝑡𝑎𝑙 𝐶𝐹𝑀25

𝐹𝑙𝑜𝑜𝑟 𝐴𝑟𝑒𝑎 𝑆𝑒𝑟𝑣𝑒𝑑
 × 100 

 

≤ 4% 
 

𝑇𝑜𝑡𝑎𝑙 𝐶𝐹𝑀25

𝐹𝑙𝑜𝑜𝑟 𝐴𝑟𝑒𝑎 𝑆𝑒𝑟𝑣𝑒𝑑
 × 100 

 
 
 

≤ 4% 
 

𝑇𝑜𝑡𝑎𝑙 𝐶𝐹𝑀25

𝐹𝑙𝑜𝑜𝑟 𝐴𝑟𝑒𝑎 𝑆𝑒𝑟𝑣𝑒𝑑
 × 100 
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